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QUARTZ SLEEVE INSTALLATION

:.mfzﬁzs?:E(ci'm;:'::;m?:i i 2, STEP TWO: Lower the UV unit housing straight down to clear the
9 ! teflon tube. Set the housing aside to be installed later. (no picture)

ing the enclosed
wiench. [Take care NOT to NOTE: Make sure that the UV
power control box is OFF the unit

damage the drain valve
assembly on the bottom.] > i i

prior to installing quartz sleeve!
4, STEP FOUR: The white plastic holder which the quartz
sleeve fits in should already be on the sleeve itself, when
you take it out of its packaging. peeywy
Carefully push the entire ass-
from the protective tube packaging, handling the black sump cap until you feel it
SRy DRV wali the cation stop against plastic upper lip of

gloves provided. (The gloves are ;
used to prevent skin oils from the cap (see insets 4A & 4B)

Black sump cap®

« lipofth

P

contaminating the quartz glass f == -

surface.) a
DONOT APPLY EXCESSIVE FORCE! (s

5. STEP FIVE: Inspect the O-ring at the top ¢.)f the UV unit housing. 6. STEP SIX: Turn water ON, purge system to remove any trapped air and

It should have a very light thin coating check for any possible leaks.

of glycerin (or non-medicated Vaseline).
Screw housing clockwise in place and

tighten.
9 (IF YOU HAVE ANY PROBLEMS OR QUESTIONS WITH INSTALLATION

OF THE QUARTZ SLEEVE,PLEASE DO NOT HESITATE TO CALL OUR
CUSTOMER SERVICE DEPARTMENT AT:)
1-(800)-676-7873
AND LOCALLY, CALL: (602)944-4635

$4 -



U.V. LAMP INSTALLATION
GENERAL PRECAUTIONS:

WARNING: Do not plug in the UV module to a power source
" until UV lamp installation is complete.

WARNING. DO NOT LOOK DIRECTLY AT THE UV LAMP WHEN IN OPERATION.
This can cause retina and other permanent eye damage.

WARNING: DO NOT TOUCH THE UV BULB! Any fingerprints or dirt will reduce the efficiency
of the UV bulb and may cause it to EXPLODE. Please use the cotton gloves
PROVIDED to handle the UV lamp.[NOTE: When handling the UV bulb, only hold

the plastic-covered ends of the bulb]

1. STEP ONE: Take out the four 2. STEP TWO: Remove the UV control module 3 - rep THREE: Then first, slide the UV bulb into
screws that hold down the UV and turn it upside down. Plug in the UV lamp to tr;e UV filter hous;ing e th;n re-attach the UV
control module.

control module, using a Phillips :‘;:JDV;;?L%O&E,; SOBN‘!‘.'I'_#H:’EKLESS#EE 0
hiead sevewidriver. COVERED ENDS WITH THE GLOVES PRO-

VIDED,

(step three- ‘I) 3 ; | pthree-Z)

4, STEP FOUR: Plug in the electrical
power cord, and check for any possible leaks.

FOR CUSTOMER SERVICE, CONTACT:

0-SO PURE, The Dental Waterline Solution
2323 W, Mescal St. Ave. Suite 204 Phoenix, Arizona 85029
800-676-7873, (602) 944-4635 (local), (602) 944-9897 (fax)

osopuredental@aol.com (e-mail address)

, $1-
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IF THE UV LAMP FAILS TO ILLUMINATE

=

Check to see when the original (or replacementplamas purchased.

Turn off ALL electrical power to the system by uagging the power cord. Remove
the UV control module using a “Phillips” screwdnve

Slide the old lamp out from the TOP and unplug fitbm UV lamp power corddOLD
THE UV LAMP ONLY BY THE PLASTIC COVERED ENDS AND US E THE
COTTON GLOVES.

Carefully discard the old lamp.

Then take the new UV lamp still using the cottoovgls, and hold on to the plastic-
covered ends; plug it into the lamp power corddé&the new UV lamp into the filter
housing and reattach the UV control module.

Restore the electrical power, if the UV lamp fadslluminate, call O-SO PURE.
Check for any possible leaks.

IF THERE IS A WATER LEAK :

=

Shut off the water supply to the unit and unplug plower cord.

Check the status of the filter housings; inspeth lboe housing and the housing caps.
Check to make sure the “O” rings are placed withangroove of the filter housings. Be
sure to lubricate the “O” ring with glycerin (ortpaleum jelly).

Check fittings (either brass or quick-connect) alictlamps, notice if any are damp.
Most fittings can be tightened with pliers.

If the leak is coming from inside the UV housingrgaetely disconnect unit and ship
back for repairs. (DO NOT RETURN THE FILTERS).

IF THERE IS LOW PRESSURE:

1.

Check the two (2) pressure gauges located on fheftthe metal bracket. Thé'1
pressure gauge (left side facing the system) itsfldde incoming water pressure. If this
gauge reads below 25 PSI, call your municipal wedenpany regarding extremely low
water pressure. The DWSPOE requires a minimum ¢&3i0to operate properly. Now
check the % pressure gauge (right side when facing the systéthgre is a pressure
differential of MORE THAN 20-25 PSI, either thetéts or the lines are plugged. Under
normal circumstances and when the filters areyfaielw, the pressure differential be
between T and 2° gauge should NOT EXCEED 4-6 PSI.

IF THERE IS A MAJOR PRESSURE DIFFERENCE BETWEEN THE 2 GAUGES-USE

THE
2.
3.
4,

5.

FOLLOWING DIRECTIONS:

Check the installation or replacement datastés reflect more than 8 months, order newerfl.

Shut off water supply to the unit and unplug theveocord.

Check the number of flushes to the unit. It is g@eghat the flush times may need to be
increased to a maximum BDUR (4) flushes per day instead of preset three (3) flsishe
Check the small 50 micron screen filter, on thedratof the i housing, if plugged with
dirt unscrew the clear lid and clean out the m&te¢en, then check the filter inside the
1* housing. If filters are plugged, call to orderleg@ment filters.
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